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KET QUA THU NGHIEM

TEST RESULT

1. Tén mu thi:  Dén LED Panel PT-PN-40-0606 |
2. Khich hang:  CONG TY TNHH CONG NGHE NANG LUGNG POTECH
3. 86 lwong miu: 01 4. Ngay nhan mau: 23 / 06 / 2021

5. Tinh trang miu: Méi

6. Thoi gian thir nghiém: 24 / 06 / 2021 = 02 / 07/ 2021

T Tén chi tiéu Ponvi | Phwong phip thir Mikc yéu cau | Két qua
1 | Thong s6 dién, quang, phd & dién ap TCVN 10885-2-1:2015
nguén 220 V ~ 50 Hz TCVN 10485:2015

1.1 | Cong sut tidu thu W TCVN 11843:2017 - 39,28
1.2 | Hé s6 cong sudt - 0,9721
1.3 | Quang thong Im -- 4336
1.4 | Nhiét do mau (CCT) K - 5812
1.5 | Hé s trd mau (CRI) e 81,4
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1. Phiéu két qua nay chi cé gid tri déi voi mdu thir do khdch hang dwa toi.
This test resuits is value only for samples taken by customer. k
Khong dugc trich sao mét phan ket qua nay néu khing dege su dong y cua trung tam Ky thugt 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.
3. Tén mau va tén khdach hang dwoc ghi theo yéu cau cuia khdch hang.
Name of sample and customer are written as customer s request.
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